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Report No.30283 Part A /2025-26 Dated: 23.47.2625
ULR No. TC 54352500000.463.4F
Chemical Testing - Water

TEST REPORT
Deseription of Sample @ Bore well water reccived in plastic can
Ydress ¢ Fr. Shaji George OIC, Mar [vanios Bethany Vidyalaya, Vengakal.P.O.,
Thiruvananthapuram - 695 123
Date of Receipt 1 26.06.2025 )
Date of Analvsis ¢ Started on 11.07.2025 and completed on 18.07.2025
Quantity of Sample - 2L
Physical Appearance  : Clear liquid B 7 o
AV Characteristics - Name of method of test used Result ’ Acceptable limit as per
Vo : IS No. 10500:2012
l | twith amendme
- | | nos.1,2,3 & 4
. ' Colour (Hazen Unit) ; IS 3025 Part 4:2021 BDL s
, | LOD-2.0811) ) o
2. Odour FSSAI Manual for analysis i Agreeable Agreeable
’ ) of water 2016-section A-1 (2) ) o e
3. pH IS3025Part11:2022 570 [ 65t085 _
4. Towal Dissolved Solids CSSA! Manual for analysis of | 48.57 5 Maximum 500.0
L (mel) | water 201 6-section A-1 (6) i
5. Total Hardness as 1S 3025 Part 21:2009; 6.0 | Maximum 200.0
! (a5 CaCOs) (mey | RA 2019 , |
6. Acidity (mg/l) | IS 3025 Part 23:2023/1S 3025 | 8.11 -
| Part 22:1986; RA 2019 ' |
7. Ulron (as Fe) (mg/l) | APHA 24" Edition BLQ | Maximum 1.0 |
B ) 2023(3500 Fe-B) LOQ-0 2 mgat _ N
8. Chloride (as Cl) (mg/h) | IS 3025 Part 32: 1988; ) 29.43 : Maximum 250.0
L RA 2019 B ;‘ ]
9. | Nirate (as NO;j ( mg/l) APHA 24% Fdition 2023 191 % Maximum 43.0
i (4500- NOs" -B) { |
. Ammonia as {as total x APHA 24 Edition 2023 BLQ , Maximum 0.3
ammonia N)(mg/l) | (4500-NH;- F) 1001 met |

4 OD ~ Limit of Detection 3 (BDL- Below Detection Li imit j (BLQ-Below Limit of Quantification (1 OQ-Limnt of Quantification)

QM=
Food Analyst
Nute b e test report refates 1o the tested parameters and tested item (as receiveds only

2 N eeport shall not be seproduced exc ept in full without the appraval of the luboratory

- End of the Report
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Government Analysts® Laboratory
Commissionerate of Food Safety

Department of Health and Family Welfare : é

Thiruvananthapuram -
Ph: No. 0471-2472192
Report No.30283 Part B /2025-26 Dated: 23.07.2025
TEST REPORT
Description of Sample : Bore well water received in a sterile bottle
Address ¢ Fr. Shaji George OIC, Mar Ivanios Bethany Vidyalaya, Venpakal.P.O.,
' Thiruvananthapuram — 695 123
Date of Receipt :26.06.2025
Date of Analysis ¢ Started on 01.07.2025 and completed on 03.07.2025
Quantity of Sample  : 125 ml
Physical Appearance  : Clear liquid
. . . | ) - ; ;
Sl Characteristies | Name of method of iest used, Result . Acceptable limit as
No ’ ‘ per
i .
i | IS No. 10500:2012
I Coliforms | FSSAIManual | Present/i00ml | —
S | , ’
2 EColi | FSSAI Manual Absent/100ml | Absent/100mi
i
i

Opinion: ecuggenilan) ai@l2@owmoneo o Jolalsong;. o
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‘ Food Anmalyst
vote L the test report relutes 1o the fested parameters and tosted item {as received) ondy ;

3 > re i : ,

= Lhe vepurt shall not be reproduced except in full without the approvat of the laboratory

3 Complete report includes both Part A and Pare
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